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LIGHTING CONTROLLER, BASE MOUNTED,
SINGLE DOOR, 120/240 VOLT, 100 AMP

2-1/C, NO. 6 W/ 1-1/C NO. 8 GROUND (GREEN) PULLED IN CONDUIT E@
3-1/C, NO. 6 W/ 1-1/C NO. 8 GROUND (GREEN) PULLED IN CONDUIT
4-1/C, NO. 6 W/ 1-1/C NO. 8 GROUND (GREEN) PULLED IN CONDUIT
PROPOSED LIGHT POLE ~ET29LCOL-DN @4 e
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SEE NEXT SHEET FOR
DETAILS IN CONTROLLER AREA
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RED GATE RD

CALE: 1:58
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PLOT

CKT 1
CONTROLLER 5729L.COt
CKT 1 WATT AMP CKT 2 WATT AMP

1 1344 5.6 2 2352 9.8

3 1344 5.6 4 2016 8.4

5 - - 6 - -

7 - - 8 - -

SCALE: NONE

3 TOTAL LOAD: 7056 W = 7.1 kW
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